NOTIFICATION

In exercise of the powers conferred by Sub-Regulation (2) and (3) of regulation 30 and 43 of the Central Electricity Authority (Measures relating to Safety and Electric Supply) Regulations, 2010 read with section 21 of the General clauses Act, 1897 (Central Act 10 of 1897) and in supersession of the earlier notifications or orders issued in this behalf, the Government of Karnataka, hereby directs 650 Volts as "Notified Voltage" to carry out the Periodical Inspection and Testing of Installations before commencement of supply or recommencement after shutdown for six months and above respectively except the installations covered under the Karnataka Lifts, Escalators and Passenger Conveyor Act, 2012 (Karnataka Act 9 to 2013) and rules made thereunder and also the Karnataka Cinemas (Regulation) Act, 1964 (Karnataka Act 23 of 1964) and rules made thereunder.

Provided that, the installations belonging to Government of India or its undertaking are excluded from inspection by the Electrical Inspector of the State.

BY ORDER AND IN THE NAME OF
THE GOVERNOR OF KARNATAKA

[N.SHIVAKUMAR]
Desk Officer,
Energy Department

[Signature]

Chennai 1778 000000 / 883-920 / 16-17

Chief Electrical Inspector
Bangalore

1. 2.
3.
4.
NOTIFICATION

In exercise of the powers conferred by sub regulation (1) & (3) of regulation 30 of the Central Electricity Authority (Measures relating to Safety and Electric Supply) Regulations, 2010 read with section 21 of the General Clauses Act, 1897 (Central Act 10 of 1897) and in supersession of the earlier notifications or orders issued in this behalf, the Government of Karnataka hereby directs; that where an installation in the State of Karnataka is already connected to the supply system of the supplier or trader, every such class of installation specified in column (2) of the Table below shall be periodically inspected and tested by the authority specified in column (4) at such intervals specified in column (3) thereof by the Electrical Inspector or any officer appointed to assist the Electrical Inspector.

Provided that, the installations belonging to Government of India or its undertaking are excluded from inspection by the Electrical Inspector of the State.

TABLE

(See Sub-regulation (1) and (3) of regulation 30)

<table>
<thead>
<tr>
<th>Sl. No.</th>
<th>Particulars</th>
<th>Periodicity</th>
<th>Authority for periodical Inspection</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>All Electrical installations &amp; apparatus of voltage exceeding 650 Volts</td>
<td>Once in a year</td>
<td>Electrical Inspector / Any officer appointed to assist the Electrical Inspector</td>
</tr>
<tr>
<td>2</td>
<td>All IPP, Private generating units of capacity exceeding 10 KW belonging to any person other than KPCL</td>
<td>Once in a year</td>
<td>Electrical Inspector / Any officer appointed to assist the Electrical Inspector</td>
</tr>
<tr>
<td>3</td>
<td>All Multi Storeyed Buildings of more than fifteen metre in height</td>
<td>Once in a year</td>
<td>Electrical Inspector / Any officer appointed to assist the Electrical Inspector</td>
</tr>
<tr>
<td>4</td>
<td>All Neon Sign installations &amp; Electrode Boilers of Voltage exceeding 650 Volts but not exceeding 33 KV and All X-ray and high frequency installations</td>
<td>Once in a year</td>
<td>Electrical Inspector / Any officer appointed to assist the Electrical Inspector</td>
</tr>
<tr>
<td></td>
<td>All Electrical Installations of Voltage above 650 Volts belonging to Govt., owned Electricity supply companies (ESCOM), KPTCL &amp; Hukkeri Cooperative society</td>
<td>Once in Five years</td>
<td>Electrical Inspector / Any officer appointed to assist the Electrical Inspector</td>
</tr>
</tbody>
</table>

|     |                                                                    |                  |                                                                     |

**BY ORDER AND IN THE NAME OF THE GOVERNOR OF KARNATAKA**

(N.SHIVAKUMAR)
Desk Officer,
Energy Department.

साधने हेतु माहिती: 1778 २०१६-१७/921-987/16-17

सुदृढ़ता, अर्थात् सत्यता निर्देशित मान्यता के अनुसार स्वीकृति प्राप्त होती है.

दिनांक: 27.09.2016

चीफ इलेक्ट्रिकल इंस्पेक्टर की उपरोक्त प्रमाणाधीन,
Electrical Inspectorate, Bangalore.

शीर्षक:
1. अप्रूढ़ वातावरण में योजना अनुसार विशेष क्षेत्र के प्रमाणीकरण.
2. अप्रूढ़ वातावरण में योजना अनुसार विशेष क्षेत्र के प्रमाणीकरण.
3. अप्रूढ़ वातावरण में योजना अनुसार विशेष क्षेत्र के प्रमाणीकरण.
4. अप्रूढ़ वातावरण में योजना अनुसार विशेष क्षेत्र के प्रमाणीकरण.
5. इ.स. / इ.
GOVERNMENT OF KARNATAKA

NO. EN 99 EBS 2016 (III)

Karnataka Government Secretariat,
Vikasa Soudha,
Bengaluru, Dated: 03.09.2016.

NOTIFICATION

In exercise of the powers conferred by regulation 32 of the Central Electricity Authority (Measures relating to Safety and Electric Supply) Regulations 2010 read with section 21 of the General Clauses Act, 1897 (Central Act 10 of 1897) and in supersession of the earlier notifications or orders issued in this behalf, the Government of Karnataka hereby directs; that all generating units in the State of Karnataka of Capacity exceeding 10KW shall be required to be inspected by the Electrical Inspector or any officer appointed to assist the Electrical Inspector before commissioning.

Provided that, the installations belonging to Government of India or its undertaking are excluded from inspection by the Electrical Inspector of the State.

BY ORDER AND IN THE NAME OF
THE GOVERNOR OF KARNATAKA

(N.SHIvakumar)
Desk Officer,
Energy Department.

[Signature]

Chief Electrical Inspector to Govt.
Electrical Inspectorate,
Bangalore.
NOTIFICATION

In exercise of the powers conferred by Sub-Regulation (1) of Regulation 36 of the Central Electricity Authority (Measures relating to Safety and Electric Supply) Regulations 2010 read with section 21 of the General Clauses Act, 1897 (Central Act 10 of 1897) and in supersession of the earlier notifications or orders issued in this behalf, the Government of Karnataka, hereby notifies; that all multi-storeyed buildings in the State of Karnataka of more than fifteen metres in height (as defined in National Building Code) with connected load of exceeding 250W and 100Volts shall be inspected by the Electrical Inspector or any officer appointed to assist the Electrical Inspector.

Provided that, the installations belonging to Government of India or its undertaking are excluded from inspection by the Electrical Inspector of the State.

BY ORDER AND IN THE NAME OF
THE GOVERNOR OF KARNATAKA

(N.SHIvakumar)
Desk Officer,
Energy Department.

Chief Electrical Inspector to Govt
Electrical Inspectorate,
Bangalore,


1. 
2. 
3. 
4. 
5. 

27.09.2016
NOTIFICATION

In exercise of the powers conferred by Sub-Regulation (1) and (2) of Regulation 43 of the Central Electricity Authority (Measures relating to Safety and Electric Supply) Regulations, 2010 read with section 21 of the General Clauses Act, 1897 (Central Act 10 of 1897) and in supersession of the earlier notifications or orders issued in this behalf, the Government of Karnataka, hereby directs; that where an installation having Voltage Less than 650Volts (Excluding the installations covered under Notification- I, II, III & IV) in the State of Karnataka shall be inspected, tested and self certified by the owner of the Installation before commencement of supply or recommencement after shutdown for six month and above for ensuring observance of safety measures as specified in the above regulations and such owner shall submit the report of self certification to the concerned Electrical Inspector.

Provided that, under proviso to sub regulation (3) or regulation 43 the supplier or owner or consumer has the option to get his installation inspected and tested by the Electrical Inspector of the State.

BY ORDER AND IN THE NAME OF THE GOVERNER OF KARNATAKA

(N.SHIVAKUMAR)
Desk Officer,
Energy Department.


---

Chief Electrical Inspector to Govt.
Electrical Inspectorate,
Bangalore. / S.S.
NOTIFICATION

In exercise of the powers conferred by Sub-Regulation (1) and (2) of regulation 30 of the Central Electricity Authority (Measures relating to Safety and Electric Supply) Regulations, 2010 read with section 21 of the General clauses Act, 1897 (Central Act 10 of 1897) and in supersession of the earlier notifications or orders issued in this behalf, the Government of Karnataka, hereby directs; that where an installation of Voltage below 650Volts (Excluding the installations covered under Notification-I, II, III & IV) in the State of Karnataka is already connected to the supply system of the supplier or trader, very such class of installation specified in column (2) shall be periodically inspected, tested and self certified by the authority specified in column (4), at such intervals specified in column (3) of the table below and shall submit a copy of such report to the concerned Electrical Inspector.

Provided that, under proviso to sub regulation (3) of regulation 30, the supplier or owner or consumer has the option to get his installation inspected and tested by the Electrical Inspector of the State.

TABLE
(See Sub-regulation (1) and (2) of regulation 30)

<table>
<thead>
<tr>
<th>Sl. No.</th>
<th>Particulars</th>
<th>Periodicity</th>
<th>Authority for periodical Inspection</th>
</tr>
</thead>
<tbody>
<tr>
<td>(1)</td>
<td>(2)</td>
<td>(3)</td>
<td>(4)</td>
</tr>
<tr>
<td>1</td>
<td>All Electrical installations &amp; apparatus of voltage below 650Volts</td>
<td>Once in five year</td>
<td>Owner / consumer of the Installation</td>
</tr>
</tbody>
</table>

...2)
| 2 | All Electrical Installations of Voltage below 650 Volts belonging to Electrical supply companies (ESCOM), Karnataka Power Transmission Corporation Limited (KPTCL), Karnataka Power Corporation Limited (KPCL) & Hukkeri Co-operative Society. | Once in Five year | Respective Supply Companies / Society |

BY ORDER AND IN THE NAME OF THE GOVERNOR OF KARNATAKA

(N. SHIVAKUMAR)

Desk Officer,

Energy Department.

Date: 27.09.2016

In the above order, its implementation can be followed:

1. Any electrical installation, as mentioned, shall be done.
2. Any electrical installation, as mentioned, shall be done.
3. Any electrical installation, as mentioned, shall be done.
4. Any electrical installation, as mentioned, shall be done.
5. Signed / Dated.