The Central Electricity Authority (Technical Standard for Construction of Electrical Plants and Electric lines) Amendment Regulations, 2015

77. Transformer mounting Structure. (i) The mounting of transformers shall be as per relevant Indian Standards.
(ii) Sub-regulations (2) & (3) shall be omitted.

77(1) Out door type oil immersed Distribution transformers upto and including 2500KVA, 33KV-Specification 14- Mounting arrangement shall be as follows. Arrangement shall be as follows:

1. Rear contact
2. Rear contact
3. Rear contact
4. Rear contact
5. Rear contact
6. Rear contact

Chief Electrical Inspector to Govt. Electrical Inspectorate, Bangalore.